CITY OF SPRINGFIELD, MISSCURI
DEPARTMENT OF PUBLIC HEALTH AND WELFARE
LABORATORY SECTION

Report of Bactericlogical Exsmination of Water Semple

Samples collected by - B. Cerson

Date of collectlion = 6/27/87

Place = 1400 W. High

Owner of water suLply = Hedder's Garage

Date 2nalyzed = 6/29/87

Lab Source of Fecal coliform Collform Nitrate -

NS, Samole __ per 100 mi., (MF) per 100 ml. (MF) Nitroaen pom Other

1188 seep in floor 3400 3 mg/l Chlorine
< TZ ppm
Fecal Stre

2000

The above examinations were made by the Clty of Springfield, Department of Public Healih
Laboratory in accordance with the latest edifion of Standard Methods of Wafter Analysis of
the American Public Health Association. Af the time this exeminafion was made, the
sample the limits acceptable for drinking purposes.

The safefy of a water supply depends upon proper construction and protection ag2inst
eontamination. A favorable bacteriological anaiysis alone should nof be accepted as
conclusive avidence of the safety of 2 water supply unless 2 survey of the supply
indicates no sanitary defects. |t is recommended that a water sypply used for drinking

purposes be analyzed roufinely, éif?
Analysy ’ ﬁiz . ﬁg;435hﬂv/
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